Babcock Power Inc.

Acceptance Test Matrix

Main Approx.
Steam | Boiler |Generator Total OFA|  OFA
Flow Load Load |Excess Airl Flow Damper(s) | Mill Out of
Test# | (10° ib/mr)| (% MCR) | (Mwg) (%) {(10°i/mhn]  Open Service Data "

1 6,750 102 950 18 optimum | optimum G All
2 6,750 102 950 13.5
3 5,295 80 745 18
4 4,055 61 570 20
5 6,750 102 950 18 E
6 6,750 102 950 13.5
7 5,295 80 745 18
8 4,055 61 570 20

(1) BR = burner data
B = boiler data
G = gas analysis grid data
FO = furnace observations
FA = fly ash sample
FL = fuel sample
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